COMMUNITY DEVELOPMENT
ATTIC FURNACE (M6)
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R304.4.1 Length of Passageway. Where the 304.4.3 Work Platform. A level working platform not
height of the passageway is less than 6 feet less than30 inches by 30 inches (762 mm by 762 mm)
(1829 mm), the distance from the passageway shall be provided in front of the service side of the
access to the appliance shall not exceed 20 feet appliance. (NFPA 54:9.5.1.2)
(6096 mm) measured along the centerline of the Exception: A working platform need not be
passageway. provided where the furnace is capable of being

serviced from the required access opening. The
furnace service side shall not exceed 12 inches
(305 mm) from the access opening.

304.4.2 Width of Passageway. The passageway | 303.4.4.4 Lighting and Convenience Outlet. A

shall be unobstructed and shall have solid permanent 120-volt receptacle outlet and a lighting
flooring not less than 24 inches (610 mm) wide fixture shall be installed near the appliance. The

from the entrance opening to the appliance. switch controlling the lighting fixture shall be located
(NFPA 54:9.5.1.2) at the entrance to the passageway.
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